
1600mm 

1200mm 

Ground 

1250-1350mm 

Option 1 - Latch side of door

Option 2 - 
Center of door

Leading edge of sign to be
located between 50-300mm
from the architrave.

Braille and tactile components
of sign to be located between
1200mm and 1600mm above
ground level.

Signs with single lines
of text, the text is
to be located between
1250mm & 1350mm 
from ground level. This option to be

used only when
Option 1 is not
possible.

All braille signs to use concealed mounting options, ie double sided tape or glue.
No fixings to be visible on the sign surface, ie screws or bolts. 

Use below images to determine if LH or RH facility. 

NCC BCA S15C2 Location of braille and tactile signs

Signs including symbols, numbering and lettering must be designed and installed as follows:

(a)  Braille and tactile components of a sign must be located not less than 1200mm and not
       higher than 1600mm above the floor or ground surface.

(b)  Signs with single lines of characters must have the line of tactile characters not less than
       1250mm and not higher than 1350mm above the floor or ground surface.

(c)   Signs identifying rooms containing features or facilities listed in D4D7 must be located-
         (i)   on the wall on the latch side of the door with the leading edge of the sign located
               between 50mm and 300mm from the architrave; and
         (ii)  where (I) is not possible, the sign may be placed on the door itself.  

Australian Standard - AS 1428.1:2021  Section 5 Signage
5.1    Form of signs

The NCC contains requirements for Braille and tactile signage.

Where signs are required, the form of signs shall be as follows: 

(a)   ...
       (ii)  Signs for unisex accessible facilities shall be provided with the letters LH or RH to
             indicate a left-hand or right-hand side transfer onto the WC pan. The minimum font
             size shall be 20mm san serif fonts.

50mm - 300mm 

Location of Braille & Tactile Signs

Installation Guide

www.kjam.com.au

Left Hand Transfer Right Hand Transfer 
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